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TAG VALVE INFORMATION ACTUATOR INFO.
TEM|  SYSTEM |SERVICE |l aTY poaToN oot NNBER BOOY | sz | cv | capACTY | AP PIPINGI ACTUATOR TYPE | RANGE
1IMAU-1,2 H&C |FAX 21 THRU COIL VIM-TM047-314 |MIX=SCR 1/2 471 9.0 GPM| 3.7 V-3000 9-134
2|MAU-1,2 H&C |FAX 2 NO V-3754-1022 NO-SCR| 3/4 8.6 20.0 GPM| 5.4 V-3000 5-6¢
3| AHU-1 H&C |FAX 1| THRU COIL|V-4324-1006 MIX=SCR| 3/4 8.6/ 20.0 GPM| 5.4 V-3000 9-134
4| AHU-1 H&C |[FAX 1 NO V-5254-5 NO-SCR| 2 41.0] 95.0 GPM| 5.4 4R W/P”_OT 3-9¢
5|AHU-2 H&C |FAX 11 THRU COILIV-4324-1014 MIX=SCR| 1 13.9] 30.0 GPM| 4.7 V-3000 W/PILOT| 9-15¢
6 AHU—Z H&C |[FAX 1 NO V-5254-5 NO-SCR| 2 41.0| 86.0 GPM| 4.4 4R W/PILOT 3-94
TIFT-1 HTG 1 NO VIM-TNOO7-413 SCR 1/2 0.7] 1.0 GPM| 2.0 V-4000 4-8¢
8|HE-X HTG  |NA 1 NO V-5252-13 NO-FLG| 3 83.0/200.0 GPM| 5.8 5R W/PlLOT 5-154
g{HE-X CLG [NA 1 NC V-5462-18 NC-FLG| 6 |344.0|{780.0 GPM| 5.1 8R W/PILOT 5-154
10{FT-2 HTG 2 NO VIM-TNOQ7-414 SCR 1/2 0.7 1.5 GPM| 4.6 V-4000 9-13
1FT-3 HTG 2 NO VIM-TNO19-414 SCR 1/2 1.9] 2.5 GPM| 1.7 V-4000 9-154
12|FP/UH/CH  [|HTG 7 NO VIM-TNOQ7-413 SCR 1/2 0.7 V-4000 4-84
BRI i 7l N0 |v-mvote-413 | SCR | 1/2| 19 V-4000 4-8
\ 14rp/un/cH T ol N0 [vM-Tv47-413 | SCR | 1/2| 47 V—4000 48




